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GENERAL ELECTRICAL DEMOLITION REQUIREMENTS: ONE LINE DIAGRAMS
1)  ELECTRICAL CONTRACTOR SHALL VERIFY THE EXISTING CONDITIONS AT THE PROJECT SITE ELECTRICAL ABBREVIATIONS RECEPTACLES
MOUNTING HEIGHTS OF ELECTRICAL DEVICES BEFORE SUBMITTING COST PROPOSAL.
2)  THE ELECTRICAL CONTRACTOR SHALL VISIT THE SITE TO VERIFY DEVICES NOT SHOWN. ALL ABBR DESCRIPTION ABBR DESCRIPTION SYMBOL DESCRIPTION SYMBOL DESCRIPTION
DEVICES NEED TO BE REMOVED IN THE DEMOLITION AREA UNLESS NOTED ON THE DRAWINGS. ]
"UP" MEANS UP FROM FINISHED FLOOR TO CENTERLINE OF DEVICE cEs © © oo UNLESSNOTEDO 6 A AMP AMPERE MOA MULTHOUTLET ASSEMBLY 7Y SIMPLEX RECEPTACLE
"DN" MEANS DOWN FROM FINISHED CEILING TO CENTERLINE OF DEVICE 3)  ITIS MANDATORY THAT THE EXISTING BUILDING REMAIN IN CONTINUOUS AND NON-INTERRUPTED AC ABOVE COUNTER MSS MANUAL STARTER SWITCH Mcc- ELECTRICAL EQUIPMENT WITH DESIGNATION PN DUPLEX RECEPTACLE
OPERATION DURING REMODELING/ALTERING. SERVICES TO EXISTING BUILDING SHALL BE KEPT ON AFF ABOVE FINISHED FLOOR MTR MOTOR : >
1 WALL SWITCHE P 40" CONTINUOUS OPERATION INCLUDING POWER, LIGHTING, TELEPHONE, FIRE ALARM, ETC. ANY QUADRUPLEX RECEPTACLE
2 *RECE?,TAC?_ESS BP 18" ABSOLUTELY NECESSARY INTERRUPTION OF THESE SERVICES TO ACCOMPLISH PROJECT AIC AMPERE INTERRUPTING CAPACITY MC MECHANICAL CONTRACTOR - o
3 TTSWITCHES UP 42" CONSTRUCTION, SHALL BE HELD TO A MINIMUM AND ARRANGED WITH THE OWNER THROUGH THE AL ALUMINUM MFR MANUFACTURER _ AUTOMATIC TRANSFER SWITCH K> EWC | ELECTRIC WATER COOLER
' ¥ " GENERAL CONTRACTOR TWO (2) WEEKS IN ADVANCE. TEMPORARY SERVICES SHALL BE FURNISHED T "=Ye] GROUND FAULT CIRCUIT INTERRUPTER
O OUTLE S Up oo AND INSTALLED WHERE NECESSARY TO ACCOMPLISH THIS PURPOSE. TEMPORARIES SHALL BE ARCH ARCHITECT, ARCHITECTURE NS NORMALLY CLOSED —
5 DISCONNECT SWITCHES UP 66" REMOVED ONLY AFTER NEW PERMANENT SERVICES ARE INSTALLED AND FULLY OPERATIONAL. ATS AUTOMATIC TRANSFER SWITCH /O NORMALLY OPEN | 1 | ISOLATED GROUND
7. CLOCKOUTLETS upoe* 4)  ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR HIS OWN DEMOLITION, REMOVAL, CAPPING, AUX AUXILIARY NEC NATIONAL ELECTRICAL CODE '°\ MANUAL TRANSFER SWITCH acd TRANSIENT VOLTAGE SURGE SUPPRESSOR
g- E:EE ﬁtﬁsm ggEXIKS (/3 f;gggﬁwms BE Zg OR 6" BELOW CEILING STORING, ABANDONING, DISCONNECTING, RELOCATING AND RECONNECTION OF EXISTING AV AUDIO - VISUAL NEMA NATIONAL ELECTRICAL MFR'S ASSOC. 1 BT TAMPER RESISTANT
: ELECTRICAL EQUIPMENT AND MATERIAL. ALL CUTTING, PATCHING, REPAIRING, REPLACEMENT AND —
10.  PUSH-BUTTON STATIONS Up 42" REFINISHING, SHALL MATCH THE EXISTING CONSTRUCTION AS NEARLY AS POSSIBLE. AP ACCESS PANEL NFSS NON- FUSED SAFETY SWITCH — o—| CIRCUIT BREAKER W WEATHER PROOF
11. PANELSTOP @ 72" (TOP) BC BELOW COUNTER NIC NOT IN CONTRACT “>—|  DRAW-OUT POWER CIRCUIT BREAKER K XR X-RAY VIEWER
12.  COMPUTER OUTLETS UP 18 5) EXCEPT WHERE OTHERWISE SHOWN OR NOTED ON DRAWING - "TO BE RETAINED, RELOCATED" OR — — L NG LIGHT
13.  INTERCOM OUTLETS UP 42" HEREINAFTER NOTED, ALL EXISTING ELECTRICAL EQUIPMENT AND MATERIAL IN AREAS TO BE ———| CONTACTOR KD DUPLEX RECEPTACLE ABOVE COUNTER
14.  SECURITY CAMERA OUTLETS DN 12" REMODELED/ALTERED SHALL BE REMOVED WHERE THEY INTERFERE WITH PROPOSED NEW C CONDUIT NTS NOT TO SCALE -
15.  CARD ACCESS OUTLETS UP 42" CONSTRUCTION AND/OR INTERFERE WITH PROPOSED USAGE OF SPACE BY OWNER AS FOLLOWS: = SIRCUIT BREAKER o ON CENTER ——| SWITCH ot DUPLEX RECEPTACLE ON EMERGENCY POWER
16.  VISUAL FIRE ALARM STROBE UP 80" - —{TT+—| Fuse S TWO DUPLEX RECEPTACLES ALIGNED VERTICALLY
17.  HAND DRYERS UP 42 A) Efgnggll\sﬂ :"I\'IIEYRCI;X)LN'IP(;JII;/I?\ ;’Crf_log)%tgmg ABOVE FINISHED FLOOR, CAP AND FINISH OVER WITH cCTV CLOSED CIRCUIT TELEVISION oL OVERLOADS T — | Fuseo swiron 'y QUADRUPLEX RECEPTAGLE ON EMERGENGY POWER
' CRT CATHODE-RAY TUBE P POLE
. wldou réhdb- TWO QUADRUPLEX RECEPTACLES ALIGNED VERTICALLY
A. THE EXACT MOUNTING HEIGHT REQUIRED FOR THESE DEVICES B)  REMOVE ALL LIGHT FIXTURES, RECEPTACLES, SWITCHES, ETC. AND ASSOCIATED crr CURRENT TRANSFORMER PF POWER FACTOR AN POTENTIAL TRANSFORMER —
SHALL BE COORDINATED BY THE ELECTRICAL CONTRACTOR. WIRING.REMOVE ALL SURFACE MOUNTED CONDUIT/BOXES AND THEIR ASSOCIATED WIRING. o COPPER o CASE o FLOOR MOUNTED DUPLEX RECEPTACLE
— Y | CURRENT TRANSFORMER S CEILING MOUNTED DUPLEX RECEPTACLE
B ALL DEVICE MOUNTING HEIGHTS SHALL MEET ALL ACCESSIBILITY STANDARDS. C) ggmgl\_/é QEB CONCEALED RACEWAYS, BOXES AND WIRING FROM PARTITIONS BEING CTR COUNTER PNL PANEL v PV ———
: DC DIRECT CURRENT PP POWER POLE V\NV
D)  REMOVE ALL EXISTING WIRING/CABLING FROM ALL EXISTING CONCEALED RACEWAYS IN DISC DISCONNECT PR PAIR MM TRANSFORMER FLOOR MOUNTED SPECIAL RECEPTACLE
PARTITION THAT ARE TO REMAIN. it SSTRIBUTION R CRIVARY V] CEILING MOUNTED SPECIAL RECEPTACLE
E)  ANY FEEDERS, CONDUITS, BRANCH CIRCUITS, SIGNAL AND TELEPHONE CIRCUITS, ETC. DN DOWN PIT POTENTIAL TRANSFORMER METER VY S RECEPTACLES GROUPED IN COMMON FLOOR BOX
PASSING THROUGH THE REMODELED AREAS TO SERVE (OR BE SERVED FROM) EXISTING INCOMING SERVICE 'ﬂ' RECEPTACLES IN SURFACE RACEWAY - ARROWS SHOW TOTAL LENGTH
ADJACENT, REMOTE OR SURROUNDING AREAS THAT ARE TO REMAIN, SHALL BE RETAINED EC ELECTRICAL CONTRACTOR Pve POLYVINYL CHLORIDE Y
AND KEPT OPERATIONAL AND SHALL BE REROUTED IN ALL CASES WHERE THEY INTERFERE ECB ENCLOSED CIRCUIT BREAKER PC PLUMBING CONTRACTOR — | BUSBAR
WITH ANY NEW WORK OR USAGE TO BE ACCOMPLISHED IN THE REMODELED AREA. G ELECTRIC, ELECTRICAL oG 101D METALLIC CONDUIT —Coor CEDER DESIGNATION
F)  WHERE DEVICES ARE OMITTED FROM PRESENT BRANCH CIRCUITS, THE REMAINING DEVICES EM EMERGENCY REQD REQUIRED A DELTA POWER SYSTEMS
SHALL BE REWIRED, IF NEEDED AND AS REQUIRED, TO REMAIN ON THEIR RESPECTIVE
: - EMT RVT
OIRCUITS AND IN OPERATING CONDITION. ELECTRICAL METALLIC TUBING REDUCED VOLTAGE TRANSFORMER Yo WYE
EQ EQUIPMENT SIN SOLID NEUTRAL J?- GROUND SYMBOL DESCRIPTION
6) ELECTRICAL CONTRACTOR SHALL REFER TO FIRE PROTECTION DRAWINGS TO FAMILIARIZE HIMSELF TG ELEGTRIC WATER GOOLER SPEG SPEGIFIGATION
WITH EXTENT OF ALTERATION/REMODELING WORK AND MORE SPECIFICALLY NOTE WHERE NEW
PARTITIONING IS BEING INSTALLED, WHERE EXISTING PARTITIONING IS BEING REMOVED, WHERE EX EXISTING SPKR SPEAKER SWBD 1 LARGE ELECTRICAL EQUIPMENT WITH DESIGNATION - DRAWN TO SCALE
CEILINGS ARE BEING REMOVED AND OR REPLACED, ETC. EXP EXPLOSION PROOF s SPARE
7277, DISTRIBUTION PANEL WITH DESIGNATION
7)  ALL WIRING (POWER, LIGHTING) NOT REUSED FOR REMODELING AREAS SHALL BE COMPLETELY EXT EXTERIOR Sw SWITCH Fl RE ALARM SYSTE M
REMOVED BACK TO ASSOCIATED PANELS. EMPTY BOXES AND CONDUITS SHALL BE REMOVED F FUSE SWED SWITCHBOARD — BRANCH PANEL WITH DESIGNATION
BEYOND REMODELED AREA (ABOVE CEILING).
( ) FA FIRE ALARM SWGR SWITCHGEAR SYMBOL DESCRIPTION @ MECHANICAL EQUIPMENT CONNECTION WITH DESIGNATION
8) THE OWNER SHALL HAVE THE FIRST CHOICE TO ACCEPT EXISTING DEVICES BEING REMOVED. FIR FLOOR SQFT SQUARE FOOT
F
FVNR FULL VOLTAGE NON-REVERSING SS STAINLESS STEEL FIRE ALARM CONTROL PANEL \Q\ MOTOR WITH DESIGNATION
FVR FULL VOLTAGE REVERSING SC SECURITY CONTRACTOR A ANNUNGIATOR PANEL @ GENERATOR SYSTEM WITH DESIGNATION
FBO FURNISHED BY OWNER/ OTHERS TEL TELEPHONE UTOMATIC SENSOR - DUGT SMOKE DETECTOR TRANSFORMER WITH DESIGNATION - DRAWN TO SCALE
GFCl GROUND FAULT CIRCUIT INTERRUPTER TERM TERMINAL D S UCT SMOKE DETEGTOR TEST SWITCH q DISCONNECT SWITCH
DT
GND, GRD GROUND XFMR TRANSFORMER — =<
DP DUCT DAMPER POSITION INDICATOR MOTOR STARTER
GENERAL NOTES: cc GENERAL CONTRACTOR v TELEVISION CIRE FIGHTER HANDSET JACK = COMBINATION MOTOR STARTER / DISCONNECT SWITCH
- GWH GAS WATER HEATER TYP TYPICAL L_FJ Q@ JUNCTION BOX
) ALL BRANCH CIRCUITS SHALL HAVE GROUND CONDUCTORS. HOA HAND-OFF-AUTOMATIC SWITCH UE UNDERGROUND ELECTRICAL [Elep | FIREFIGHTER HANDSET ® UL BOX
. P  ORSEPOWER G NDERGROUND H AUTOMATIC SENSOR - HEAT DETECTOR =
2) THE ELECTRICAL CONTRACTOR SHALL PROVIDE, IF REQUIRED, ADJUSTMENTS (£) 60" IN THE LOCATION L CONTACTOR
OF ALL SYSTEM DEVICES, FIXTURES, OUTLETS, PANELS, ETC. IN ORDER TO EXPEDITE THE ELECTRICAL Ty IGH VOLTAGE R UNIT HEATER | AUTOMATIC SENSOR - IONIZATION DETECTOR =
WORK. THE POSITION OF ALL WORK AS SHOWN IS INTENDED TO BE FIXED AND IN THE PROPER =
LOCATION. SUCH REQUIRED ADJUSTMENT SHALL BE DETERMINED BY THE A/E.. HVAC HEATING, VENTILATING, AIR CONDITIONING ut UNDERGROUND TELEPHONE M MAGNETIC DOOR HOLD-OPEN
HC HEATING CONTRACTOR uoD UNLESS OTHERWISE DENOTED p MANUAL PULL STATION SWITCHES
3) ALL EMERGENCY DUPLEX RECEPTACLES SHALL BE PROVIDED WITH ENGRAVED NAME PLATES —
IDENTIFYING THE PANEL NAME AND CIRCUIT BRANCH, FIRMLY ATTACHED. IMC INTERMEDIATE METALLIC CONDUIT v VOLT R ADDRESSABLE RELAY / MONITOR RELAY
JB JUNCTION BOX VA VOLT AMPERES F
4) PROVIDE SEPARATE NEUTRAL FOR EACH BRANCH CIRCUIT PHASE CONDUCTOR. — YT = AABLE T REGUENGY DRVE RS FAN SHUTDOWN RELAY SYMBOL DESCRIPTION
F AUTOMATIC SENSOR - SMOKE DETECTOR
s
5) SEE FIRE PROTECTION SHEETS FOR EXACT LOCATION OF DEVICES. COORDINATE LOCATION OF VA KILOVOLT-AMPERE VoL VOLUME WATER FLOW SWITCH KA SINGLE POLE (LOWER CASE LETTER INDICATES SWITCH LEG)
DEVICES WITH FIRE PROTECTION FIELD PERSON TO ENSURE PROPER LOCATION AND HEIGHT. L WF
KVAR KILOVOLT-AMPERE REACTIVE Ve VENTILATION CONTRACTOR WATER VALVE POSITION SWITCH HA 2 DOUBLE POLE
6) WHERE NEW DEVICES ARE SHOWN THE ELECTRICAL CONTRACTOR SHALL DO ALL CUTTING. THE KW KILOWATT W WATT —= KA 3 THREE WAY
GENERAL CONTRACTOR SHALL DO ALL PATCHING AND PAINTING OF EXISTING WALLS. THE ELECTRICAL H | AUDIBLE ALARM - HORN
CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH EXISTING WALL CONSTRUCTION. WHERE POSSIBLE KWH KILOWATT HOUR wi WITH AUDIBLE ALARM - SPEAKER a4 FOUR WAY
S
ELECTRICAL CONTRACTOR MAY USE EXISTING BRANCH CIRCUIT CONDUIT BUT NEW CIRCUIT WIRING LV LOW VOLTAGE WIo WITHOUT = A B START-STOP PUSH BUTTON
WILL NEED TO BE PULLED. 5 | AUDIBLE ALARM - BELL
MCC MOTOR CONTROL CENTER WG WIRE GUARD/PROTECTIVE SHIELDING KA D DIMMER
7) SMOKE DETECTORS SHALL BE MOUNTED A MINIMUM OF 30", FROM EACH AIR SUPPLY DIFFUSER. MCP MOTOR CIRCUIT PROTECTOR WP WEATHERPROOF LEM ¢ [ AUDIBLE ALARM - CHIME e R———
[F VISUAL ALARM
8) WALL SWITCHES FOR EMERGENCY LIGHTING FIXTURE SHALL HAVE LUMINATED HANDLES WITH RED MCB MAIN CIRCUIT BREAKER 281W 2 SPEED SINGLE WINDING = HA K KEY OPERATED
AUDIBLE/VISUAL ALARM - HORN
BODIES. MIN MINIMUM 2S2W 2 SPEED DOUBLE WINDING LM H o L oW VOLTAGE
MISC MISCELLANEOUS TFA TO FLOOR ABOVE s | AUDIBLEVISUAL ALARM - SPEAKER AP SLOT LIGHT
MLO MAIN LUGS ONLY TFB TO FLOOR BELOW B | AUDIBLE/VISUAL ALARM - BELL T TER
MMC MANUAL MOTOR CONTROLLER FOc AUDIBLE/VISUAL ALARM - CHIME
HAT TWO SWITCHES ALIGNED VERTICALLY
[s] INFRARED SENSOR
LI N E WE | GHT KEY ¥SI£EIS A COMPOSITE LIST OF ABBREVIATIONS, NOT ALL PERTAIN SPECIFICALLY @D DUAL TECHNOLOGY SENSOR
ALL ITEMS INDICATED BY A DARK SOLID LINE ARE NEW TOTHIS J08. AUDIONVISUAL SYSTEMS [Slp PHOTO SENSOR
ALL ITEMS INDICATED BY A LIGHT SOLID LINE ARE EXISTING TO S UL TRASONIC SENSOR
REMAIN SYMBOL DESCRIPTION
— — — —  ALLITEMS INDICATED BY A DARK DASHED LINE ARE EXISTING TO BE REMOVED
OR RELOCATED. PAGING SYSTEM CONTROL PANEL
WIRING & RACEWAY S PAGING SYSTEM LOUDSPEAKER, CEILING MOUNTED LIGHTING FIXTURES
S PAGING SYSTEM LOUDSPEAKER, WALL MOUNTED
H PAGING SYSTEM RE-ENTRANT LOUDSPEAKER SYMBOL DESCRIPTION
SYMBOL DESCRIPTION v PAGING SYSTEM VOLUME CONTROL
WIRING DESIGNATIONS: M PAGING SYSTEM MICROPHONE JACK —) ;; E',’F({Effff TYPE
| PHASE CONDUCTOR a —— CONTROL DEVICE
[ NEUTRAL CONDUCTOR ﬂ SOUND REINFORCEMENT RACK OR PANEL -
— GROUND CONDUCTOR SURFACE MOUNTED FLUORESCENT TROFFER, NORMAL POWER
TELECOMMUNICATIONS SYSTEMS ——— | EXPOSED CONDUIT OR CONDUCTOR SOUND REINFORCEMENT LOUDSPEAKER O SURFACE MOUNTED FLUORESCENT TROFFER, EMERGENCY POWER
—— | CONCEALED CONDUIT OR CONDUCTOR M SOUND REINFORCEMENT MICROPHONE JACK RO RECESSED MOUNTED FLUORESCENT TROFFER, NORMAL POWER
—~——~ | CONCEALED CONDUIT OR CONDUCTOR BELOW FLOOR MIXER| SOUND REINFORCEMENT DEVICE AS LABELED RO RECESSED MOUNTED FLUORESCENT TROFFER, EMERGENCY POWER
SYMBOL DESCRIPTION — | CIRCUIT HOMERUN —o— SURFACE/SUSPENDED MOUNTED FLUORESCENT STRIP OR LINEAR, NORMAL POWER
CLOCK SYSTEM CONTROL PANEL
) 4 TELEPHONE OUTLET, WALL MOUNTED BB | BUSWAYDUCTORTRAY —o— SURFACE/SUSPENDED MOUNTED FLUORESCENT STRIP OR LINEAR, EMERGENCY POWER
wP PAY TELEPHONE OUTLET, WALL MOUNTED T T | GCABLE TRAY 1 CLOCK SYSTEM OUTLET, SINGLE FACE Q SURFACE MOUNTED INCANDESCENT OR HID, NORMAL POWER
YE EMERGENCY TELEPHONE OUTLET PP | PLUGINBUSWAY 2 CLOCK SYSTEM OUTLET, DOUBLE FACE Q SURFACE MOUNTED INCANDESCENT OR HID, EMERGENCY POWER
A 4 TELEPHONE OUTLET, FLOOR MOUNTED o——— | CONDUIT ELBOW UP ELEVISION SYSTEM SPLITTER BACKBOARD ® RECESSED MOUNTED INCANDESCENT OR HID, NORMAL POWER
\V4 COMBINATION TELEPHONE/DATA OUTLET, WALL MOUNTED e—— | CONDUIT ELBOW DOWN ® RECESSED MOUNTED INCANDESCENT OR HID, EMERGENCY POWER
Y COMBINATION TELEPHONE/DATA OUTLET, ABOVE COUNTER ¢——— | CONDUIT BREAK TELEVISION SYSTEM OUTLET ® EXIT SIGN - FACES AND ARROWS AS SHOWN
W COMBINATION TELEPHONE/DATA OUTLET, FLOOR MOUNTED ® LIGHTNING PROTECTION AIR TERMINAL @ SOUND MASKING RACK OR PANEL BATTERY PACK EMERGENCY LIGHTING
v OTHER TELEPHONE/DATA OUTLET, WALL MOUNTED = LIGHTNING PROTECTION DOWN CONDUCTOR TO GROUND TRACK LIGHTING - HEADS AS SHOWN
A\ A/ OUTLETS GROUPED IN COMMON FLOOR BOX LIGHTNING PROTECTION HORIZONTAL CONDUCTOR s SOUND MASKING SPEAKER, CEILING MOUNTED L DENOTES WALL MOUNTING
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RM# FUNCTION SQ.FT.
CB1-010  ELECTRICAL ROOM 1207
CB1—010A  CLOSET, TELEPHONE 14
CB1-010B  STORAGE, ENGINEERING 106
CB1-011  STORAGE, PHARMACY 490
CB1-012  MECHANICAL ROOM 340
CB1—012A  STORAGE, IRM 160
CB1-013  STORAGE, ESS 200
CB1-014 STORAGE, WAREHOUSE 194
CB1-017  STORAGE/BATTERY CHARGE 262 "
CB1-024  STORAGE, WASTE MGT 187
CB1-024A  CORRIDOR 112 '
CB1-024B RECYCLING AREA 1050
CB1-025  OFFICE, ESS SUPERVR 244
CB1-026  CORRIDOR 1944
CB1-026A  CIRCULATION, WAREHOUSE 682 a\
CB1-026B  RECEIVING/SHIPPING DOCK 1162 0 K| \I\ZI
CB1-026C HAZARDOUS STORAGE BLDG. 971 i At Ve NN \(T
CB1-027  RECENVING/SHIPPING 546 o — a \
| | == ~ in o
CB1-027A  TOILET, STAFF 21 4= - == @\ et Nt == N &
CB1-028  STORAGE, PHARMACY 402 | | ( |
CB1-029  CART WASH 140 | | |
CB1-030  SHOP, PAINT 406 | | |
CB1-033  STORAGE, ESS SUPPLIES 950 )
CB1-035  STORAGE, WAREHOUSE 705 | | /
CB1-036  STORAGE, VCS 613 | | ///
CB1-036A STORAGE, VCS 234 | | //
Xref \@ - XREFS\x6897 - B3§ gmegmy-igors.du | | |
|
| | |
KEYED ELECTRICAL DRAWING NOTES E101: | | |
DISCONNECT EXISTING 75 HP, 480V, 3@ FIRE PUMP MOTOR. REMOVE ALL :
ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS & ACCESSORIES. | I\ . | I/— EXISTING STREET LIGHTING
REFER T
DISCONNECT EXISTING 3 HP, 480V, 3@ PRESSURE MAINTANENCE MOTOR. REMOVE | | ENLARGED PLAN, |
ALL ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS & ACCESSORIES. THIS SHEET. |
| | DETAIL 2/E101. |
DISCONNECT & REMOVE EXISTING PRESSURE MAINTENANGE CONTROLLER. |
REMOVE ALL ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS & ACCESSORIES. | | |
[4] DISCONNECT & REMOVE EXISTING FIRE PUMP CONTROLLER. REMOVE ALL | | |
ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS & ACCESSORIES. | | |
|
[5] DISCONNECT & REMOVE EXISTING JUNC. BOX. REMOVE ALL ASSOCIATED CONDUIT, | | 5]
WIRE, BOXES, HANGERS & ACCESSORIES. 0 |
[6] DISCONNECT & REMOVE EXISTING 1-1/2'C FIRE PUMP FEEDER INCLUDING ALL | | E Sadipriokda
ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS & ACCESSORIES. | | 7
DISCONNECT & REMOVE EXISTING FIRE PUMP FEEDER FROM LOAD TERMINALS OF | |
ATS#4. SEE ONE LINE DIAGRAM FOR ADDITIONAL WORK. | |
INSTALL NEW PANELBOARD XXX ADJACENT TO EXISTING ATS#4. B N
[8] EXISTING 150A BREAKER IN NEMA 1 ENCLOSURE FOR FIRE PUMP SHALL BE — —  ~u=snr - - - — — — —
DISCONNECTED & REMOVED. ENCLOSURE SHALL REMAIN. PROVIDE POWER
DISTRIBUTION TERMINAL BLOCKS IN EXISTING ENCLOSURE. PROVIDE NEW BLANK
COVER TO REPLACE REMOVED BREAKER COVER. PAINT EXISTING ENCLOSURE
GRAY. NO RED PAINT SHALL BE VISIBLE. EXISTING FEEDER CONDUCTORS TO BE
REMOVED & REPLACED AS REQUIRED.
LENGTH OF NEW WIRING SHALL BE SUFFICIENT TO CONNECT EXISTING 3P-150A
BREAKER IN EXISTING SWB-8 LABELED FOR ATS#4 TO NEW POWER DISTRIBUTION
TERMINAL BLOCKS IN EXISTING ENCLOSURE ON WALL.
INTERCEPT EXISTING FEEDER TO EXTERIOR LTG WITH JUNCTION BOX & EXTEND TO
NEW PANEL XXX.
EXISTING STORAGE CABINET TO BE RELOCATED BY V.A.
GENERAL ELECTRICAL DRAWING NOTES E101: I_ _|
1. NEW PANEL DESIGNATED AS "XXX" SHALL BE LABELED WITH PERMANENT | |
PROJECT LABEL AS PROVIDED BY VA PROJECT MANAGER. NEW PANEL SHALL
NOT BE LABELED WITH "XXX" DESIGNATION. | |
L 72N\ MECHANICAL ROOM BB1-07 PLAN N
\@g/ SCALE: 1/8" = 1-0" b
12"0 1' 5 10’ 20'
L REFER TO ENLARGED PLAN,
THIS SHEET. DETAIL 3/E101.
RM# FUNCTION SQ.FT.
GB1—01  CORRIDOR TO SHOPS 180 10
GB1—01A TRANSFORMER ROOM 367 =
GB1—01B MECHANICAL ROOM 1308
GB1-02  SHOP, CARPENTER 763 |
GB1—02A LOUNGE 417 |
GB1—02B SHOP, LOCKSMITH 100 | EXISTING SWB-8
GB1-03  SHOP, MACHINE 726 ' TO REMAIN
! SWBD 1 UNIVERSITY OF WISCONSIN
GB1—04  GARAGE, AMBULANCE 818 - HOSPITAL
GB1—04A OFFICE, RDS & GRDS FOREMAN 150 o | EXISTING 150A ATS 4 ¢
GB1—-04B LOCKER ROOM, MALE 148 BKR TO REMAIN 7 N 7
GB1—04C TOILET, FEMALE 33 W u—
01— TXI1
GB1-05  GARAGE, EQUIPMENT 423 —
GB1—05A CLOSET, TELEPHONE 42
GB1-06  SHOP, PIPE & ELECTRIC 1218
GB1—06A SHOP, PLUMBING 85
GB1—07  OFFICE, MAINT & OPERATIONS 143 Y
GB1—07A OFFICE, M & O FOREMAN 87 g
GB1-07B CLOSET 9 g
GB1-07C OFFICE, CUSTOMER SERV. COORD. 89 2
GB1-07D OFFICE, GRDS. & TRANS. COORD. 89 >
GB1-08  SHOP, HVAC 350 §
GB1—08A STORAGE 72
71\ BASEMENT FLOOR PLAN 737\ ELECTRICAL ROOM GB1-01A PLAN e
w w ST
\ng/ SCALE: 1" = 200" \ng/ SCALE: 1/8" = 10" s
e e — el KEY PLAN
0 10" 20" 30 50' 100' 12"0 1' 5 20'
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2 3 4 5 6 7 8 9
NEW 75 HP, 480V - 32 FIRE PUMP.
SEE SHEET E104 FOR CONNECTION.
EXISTING 5/3 HP, 480V - 3% PRESSURE MAINTENANCE PUMP
TO BE DISCONTINUED. DISCONNECT & REMOVE ALL
ASSOCIATED CONDUIT, WIRE, BOXES, HANGERS,
SUPPORTS, STARTERS & OTHER ASSOCIATED EQUIPMENT.
EXISTING 100 HP, 480V - 3@ FIRE
PUMP TO BE DISCONNECTED. NEW 7-1/2 HP, 480V - 3@
MAINTENANCE PRESSURE PUMP.
-
P L STARTER/ DISCONNECT SWITCH FOR
l o MAINTENANCE PRESSURE PUMP.
r~\ pe——p—-———
o AT DISCONNECT & REMOVE EXISTING SEE SHEET E104 FOR CONNECTION.
| ~ | N ~ b ABANDONED CHILLER STARTER
O O L WITH ALL ASSOCIATED CONDUIT, —0O—] —0—]
WIRE, HANGERS & ASSOCIATED
™ EQUIPMENT. ®<‘I> @ @
| [
It CONNECT TO RECEPTACLE ON
i @ o SOUTH WALL CIRCUIT.
A
EXISTING FIRE PUMP CONTROLLER 3
I I I : I TO BE DISCONTINUED & REMOVED
O) ()L ALONG WITH ALL ASSOCIATED | ~ | | ~ |
o~ ! ! ~ o CONDUIT, WIRE, BOXES, SUPPORTS | O | | O—
& ASSOCIATED EQUIPMENT. @ <4> <‘> @
KEYED NOTES (SHEET E102):
|
: @ EXISTING FIXTURE TO REMAIN. RECONNECT TO NEW 3 WAY
! FIRE PUMP SWITCHES.
ROOM
<5> @ EXISTING FIXTURES TO BE REMOVED & RELOCATED. CONNECT
I <3> <4> TO NEW 3 WAY SWITCHES.
|
| I a I I O I @ EXISTING FIXTURES RELOCATED & CONNECTED TO NEW 3 WAY
I ~ I I e I SWITCHES.
| \ @ <?>@ @ PROVIDE 2#12 & 1#12 GRD IN 1/2'C TO EXISTING SPARE 1P-20A
| 6 BREAKER IN EXISTING PANEL EPP/LS/CP. CONNECT ALL NEW &
@ | I 2 EXISTING FIXTURES IN FIRE PUMP ROOM TO NEW CIRCUIT.
| -~ | -\ | [
e o _r—t <9><IP 3 @ NEW FIRE PUMP CONTROLLER BY DIV 22. INSTALLED &
1 CONNECTED BY DIV 26.
r~—A
L EXISTING JUNCTION BOX <6> NEW FIRE PUMP AUTOMATIC TRANSFER SWITCH BY DIV 22.
- TO REMAIN
MAIN VAIN INSTALLED & CONNECTED BY DIV 26.
CONDUIT SHALL BE SUPPORTED @ JUNCTION BOX AT CEILING WITH TERMINAL BLOCKS TO SPLICE
— = L | | MAXIMUM OF 5-0° 0.C. TO COMPLY RHW-2 CONDUCTORS TO THHN CONDUCTORS.
DIST ~ DIST | O | %LHZ'\Q‘;NUL;{F;\%TEUEEEE C';NSTRUCT'ONS 3P-600A BREAKER IN NEMA 1 ENCLOSURE. MOUNT BREAKER
O \_ : WITHIN 10-0" OF CABLE LENGTH TO SECONDARY TERMINALS OF
“En)élg'lgyG O EXISTING * TRANSFORMER ABOVE.
- MSB-CP \ <9> PROVIDE 2#12 & 1#12 GRD IN 1/2'C TO EXISTING SPARE 1P-20A
— DIST s DIST $8 %%REE'ETC E'#'ENS A’;‘gﬁf QUIRED BREAKER IN EXISTING PANEL EPP-CP. CONNECT NEW
I = I DISTRIBUTION SECTION IN EXISTING RECEPTACLES IN FIRE PUMP ROOM TO NEW CIRCUIT.
Y —0—] SWITCH BOARD ON FLOOR ABOVE.
FIRE CAULK CONDUIT PENITRATION.
T |T-LS-CP— I . I T |T-LS-CP—
—O— —O—
I EPPILSICP () I eppiLsice ()
) j / EXISTING RAISED PAD . j EXISTING RAISED PAD
T2
- — [ [
PPCP y
EPP-CP PPCP EPP-CP
UNIVERSITY OF WISCONSIN
HOSPITAL
9 GROUND FLOOR PLAN - ELECTRICAL DEMO (] w 1 GROUND FLOOR PLAN - ELECTRICAL NEW WORK (] w Z
SCALE: 1/4" = 10" b SCALE: 1/4" = 10" b z
e — e — 4
127 0 1 5 10 127 0 1 5 10 e i_
ity ui
S 2
S 2
& 3
3 S
o I
>
-<
3
i
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NORTH
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4 5 6 7 8 9
=k
EXISTING MV SWITCHGEAR
EXISTING OIL FILLED
TRANSFORMER T-14
EXISTING SECONDARY
TERMINAL SECTION.
DOWN TO GROUND FLOOR.
I — /_ CORE DRILL FROM BELOW.
I : MSBLM ‘/ EXISTING LIFE SAFETY
| | @ SWBD SECTION.
| L
ATS-EQ-CR T 1
ATSLSCP |
_ PoLl——d_
:_ EQDP-CP o | |
— | e LsoPcP 1] I I
NI . L —w
IJ—.____I_ETS__::_.___I
I I
I - - I
| |
| |
I = o I
I I
| | -
| | |
@ : EXISTING GENERATOR.
|
T — | (e
| . J = | <P>-S_{
| I
| O © |
| i |
| N e
I I
| . B |
| I
| T L T |
I I
e O |
|
| I
| — — I
L _
BATTERY
CHARGER
3
UNIVERSITY OF WISCONSIN
HOSPITAL
V\! V‘ Z
1 MEZZANINE FLOOR PLAN - NEW WORK (]Qw e Nl e ;
SCALE: 1/4" = 10" b g
—— -
12 0 1 5 o RS N RG2S N NN ] O R
LU e (g
KEY PLAN
NORTH
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= one foot

three inches

one foot

one and one half inches

one foot

6”

TERMINATION OF CABLES TO SECONDARY OF
TRANSFORMER SHALL BE COMPLETED ON PREMIUM TIME.
EXACT TIME TO BE DESIGNATED BY RESIDENT ENGINEER.

3#1 & 1#6 GRD IN 1-1/2"C

3P - 600A BREAKER IN NEMA 1 ENCLOSURE. BREAKER SHALL BE LABELED AS SUITABLE FOR SERVICE EQUIPMENT & BE
LOCKABLE IN CLOSED POSITION. PROVIDE SIGNAGE IN 1" RED LETTERS READING "FIRE PUMP DISCONNECTING MEANS".

NOTE:

NEW PANEL DESIGNATED AS "XXX" SHALL BE LABELED WITH
PERMANENT PROJECT LABEL AS PROVIDED BY VA PROJECT

MANAGER. NEW PANEL SHALL NOT BE LABELED WITH "XXX"
DESIGNATION.

one inch

one foot

three quarters inch

one foot

one half inch

6”

one foot

three eighths inch

one foot

one quarter inch

one foot

16

one eighth inch

T-14 (EXISTING)
13.8 KV - 277/480 V
PROVISIONS TO EXTEND BUS TO
TS0 KVA, 50 MSB-CP - 1600A - 277/480V, 3¢,4W, 35,000 AIC ADDITIONAL SECTIONS T MSB-EM - 1600A - 277/480V, 3¢,4W, 35,000 AIC
o - FUTURE EQUIPMENT BRANCH ‘ LIFE SAFETY BRANCH ‘ ESSENTIAL ELECTRICAL SYSTEM TERMINATION
SECTION DISTRIBUTION SECTION DISTRIBUTION SECTION DISTRIBUTION SECTION SECTION
J\jﬂ | | | .
1600A ‘ ‘ ‘ )
L~ GFI ‘ ‘ ‘
200A ) 600A ) 225A ) 200A ) 225A ) SPACES - SEE PANEL SCHEDULE FOR QUANTITY 600A ) 400A ) SPACES - SEE PANEL 2258 ) SPACES - SEE PANEL ) 1200A > SPACES - SEE PANEL
GFl 1 GFl GFl 1 GFl 7 GFl 7 1 1 SCHEDULE FOR QUANTITY ‘ 17 SCHEDULE FOR QUANTITY " SCHEDULE FOR QUANTITY ‘
SPARE LUGS ON TRANSFORMER NEW 3P - 1254 — O
SECONDARY TERMINALS FOR T-112.5 600/4 225/4 200/4 225/4 600/4 400/4 225/4 ) BREAKER INSTALLED 1200/4 1600/4
CCONDARY TERMINALSFOR - (T1125) (o) (C2254) (2004 ) (22504 ) (Ceoo4 ) (40014 ) (22 R s (120014 ) (1600/4 )
BREAKER SHALL BE
LOCKABLE IN CLOSED GROUND FAULT INDICATION
Q § EXISTING WIRING @, POSITION. PROVIDE @) 1600A )/
TO BUILDING 5 SIGNAGE IN 1" RED
LETTERS READING
T-2 (EXISTING) D 5 EXISTING WIRING S "FIRE PUMP NS
480V - 120/208V TOBUILDING 6 TO ATS-EQ DISCONNECTING TO MDP-EM
1125 KVA, 3¢ (RM D2207A) MEANS" (RM D2207A)
DRY TRANSFORMER
o| ATSLS-CP EMERGENCY GENERATOR
| O\O 277/480V CHILLER PLANT
=| 260A 2771480V, 3¢, 4W
[ TO GENERATOR 937.5 KVA/750 KW
- 3\ 1] ATsEQCP START CIRCUIT
2. 277/480 V *\
=| 600A ] 225/4 RHW-2, 3#1 & 1#6 GRD IN 1-1/2'C.
T TO GENERATOR 3#1 & 1#6 GRD IN 1-1/2°C (2t ) CABLE AND CONDUIT SHALL BE
MDPgP/ START CIRCUIT ) RATED FOR 2 HOUR FIRE RATING.
PPCP
(EXIST)
(6004 ) JUNCTION BOX WITH POWER
[~ 71_—~" DISTRIBUTION BLOCKS FOR
EQDP-CP - 600A - 277/480V, 3¢,4W, 35,000 AIC LSDP-CP - 225A - 277/480V, 3¢,4W, 35,000 AIC L | CABLE SPLICE
LABEL EXISTING T \ ‘
BREAKER AS
=TT I I I I B T T T
| 45A.,> 8°°A' 20A ) 3°°A.,> 125A.,> 2°A.,) 2°A.,) | | 25A > 3°A"> SPACES - SEE PANEL SCHEDULE FOR QUANTITY |
| | N | | «
| I T~ 3#1 & 146 GRD IN 1-1/2'C
(T30 ) C_ C_ ) 203 ) (203 )  SPACES - SEE PANEL SCHEDULE FOR QUANTITY (CT15 ) (303 )
T-E1 (EXISTING) JI_ L T-LSCP
ggo K:/”-\ 150/208V = NN \O\ \O\ 480V - 120/208V \O\
3¢ | | 15KVA, 3¢
DRY TRANSFORMER | | N DRY TRANSFORMER
L] JOCKEY FIRE| ~ MCC-EQ8D1 \_ C-ARM TRANSFORMER ~ SOFT WATER GENERATOR
PUMP BUILDING D ROOM EXHAUST PUMP (5HP) REMOTE
FIRE PUMP (EXISTING) FAN (EXISTING) RADIATOR
CONTROLLER (EXISTING) -
, | (EXISTING) CT15)
(T30 ) (T30 )
| | Ca3 ) FIELD VERIFY FEEDERS
EPP/
EPP-PG| |EPP-CP FIRE PUMP LS/CP
(EXIST)|  |(EXIST) - ATS BY DIV 22 INSTALLED
& CONNECTED BY DIV 26
2 O
N ‘\ - 2#12 & 1#12 GRD IN 1/2'C FEEDER SCHEDULE - 600 V
DISCONNECT & REMOVE 31 & 146 GRD IN 1-1/2°C 1 /_ TO GENERATOR START MARK PHASE NEUTRAL GROUND SETS & SIZE
EXISTING CONNECTIONS \Q\ ClReuIT CONDUCTORS | CONDUCTORS | CONDUCTORS | CONDUIT
' 15/3 3412 0 1#12 ) 3"
PRESSURE FIRE PUMP STARTER/ CONTROLLER BY DIV 22 2073 T 5 TH2 DR
MAINTENANCE PUMP L INSTALLED & CONNECTED BY DIV 26
7-112 HP, 480V - 3@ 30/3 3#10 0 1#10 (1) 34"
100/3 342 0 1#8 (1) 1-1/4"
100/4 342 1#2 1#8 (1) 1-1/2"
1753 34210 0 1#6 (1) 1112"
200/3 34300 0 1#6 (1)2"
FIRE PUMP ;
75 HP. 480V - 30 200/4 34300 1#300 1#6 (1)2
225/4 3 #4/0 1 #4/0 1#4 (1) 2-1/2"
250/4 3 #250 1#250 1#4 (1) 2-1/2"
300/4 3 #350 1#350 1#4 (1)3"
400/4 3 #500 1#500 143 (1) 3-1/2"
800/4 3 #500 1#500 1#1/0 (2) 3-1/2"
4)3-1/2"
ONE-LINE DIAGRAM - NEW WORK 120074 3#350 1#350 14300 12
1 1600/4 3 #400 1#400 1#410 (5) 3-1/2
NO SCALE
100% CONSTRUCTION DOCUMENTS
Drawing Title Project Title Project Number
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ONE LINE DIAGRAM - Fire Protection System 607-12-111 :
- Repl t Office of
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2500 OverIOOk Terrace Madison: - CHEQUAMEGON BAY FAX: (7196826025 Approved: Project Director Location Drawing Number g
1232 Fourier Drive, Suite 101~ T 608.833.7000 ENGINEERING, INC. MILWATIEE, Madison, Wisconsin
. Madison, Wisconsin 53717-1960 F 608.833.6996 ' K
|\/|adISOI’1, WI, 53750 Email:  info@henneman.com JOB NO. 12—7453 MILWALKEE, W sa22 Date Checked By: | |Drawn By: E104 Department of
Website: http:// .h . ' PHONE: (414) 258-6004 % .
Revisions: Date © 2(%5 HSerIme?nan Engingerin;/\I{]\(/:\./ /VX reg?#?g-?ol;gggocl:—?lg;z) (062-036272) FAX:  (414) 258-6154 AP Rl I— 161 20 12 HEI HEI Veterans Affairs

VA FORM 08-6231, OCT 1978



= one foot

three inches

one foot

one and one half inches
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one foot
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one foot
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one foot

one quarter inch

6”

6”

16
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2 3 4 5 6 7 8 9
BRANCH PANEL NAME VOLTAGE PHASE WIRE BUS SIZE MAIN OCP AIC RATING
NOTE:
NOTE: 22
NEW PANEL DESIGNATED AS "XXX" SHALL BE LABELED WITH XX 2171480 — 3 ~ 4 ~ 225 ~ MLO 000
PERMANENT PROJECT LABEL AS PROVIDED BY VA PROJECT CODE: L=LIGHTING, R=RECEPTACLES, M=MOTORS, K=KITCHEN SURFACE MOUNT
MANAGER. NEW PANEL SHALL NOT BE LABELED WITH "XXX" NEMA 1 COPPER GROUND BAR,
DESIGNATION.
83 Q Q 3 8
LOAD S| 28R |3 A B c 3 MR 28 LOAD
L 60 | 1
2 | 20 [1]R SPARE
EXISTING EXISTING EXTERIOR LTG L|3] 60 | 3
PRESSURE 4 20 1 R SPARE
MAINTENANCE EXISTING FIRE L 60 | 5 sl w 1w SPARE
PUMP PUMP
CONTROLLER CONTROLLER ggﬁﬁgg‘f% ﬁ’é‘ﬁé’;‘é fggﬂ%ﬁ&f )c(’)((’;‘DUCTORS & — EXISTING 150A BKR TO BE DISCONTINUED & REMOVED. SPARE RI1| 20 | 7
S — - : PROVIDE POWER DISTRIBUTION TERMINAL BLOCKS TO s | 20 1 R SPARE
| | | | -— CONNECT EXISTING FEEDER TO NEW FEEDER. SPARE 0 9
| T T '||_ _,'““ T T EXISTING FEEDER TO BE DISCONNECTED & 0,2 1R SPARE
L] L] - | REMOVED. PROVIDE 3#1/0 & 1#8 GRD IN SPARE Ri1] 20 | 11
H T EXISTING i EXISTING CONDUIT. WIRING SHALL BE OF 2| 20 1R SPARE
: : JUNCTION BOX DISCONNEGT & SUFFICIENT LENGTH TO TERMINATE TO NEW SPACE WITH BUS 1] 20 |13
: : REMOVE EXISTING 1 POWER DISTRIBUTION TERMINAL BLOCKS. 14 20 1 SPACE WITH BUS
: : S SO I L FIRE PUMP SPACE WITH BUS 1] 20 |15
| | | |l CONDUCTORS. p 16 | 20 | 1 SPACE WITH BUS
| | ! | \ SPACE WITH BUS 1] 20 |17
! ! ' . ! P adhoalad 18| 20 1 SPACE WITH BUS
o <o | }' T SPACE WITH BUS 1] 2 |19
L \,\ L \,\\ e | ‘S 20 | 20 | 1 SPACE WITH BUS
- -7 3’//" SPACE WITH BUS 1] 20 | 21
EXISTING EXISTING 75 HP ~~ 2 | 20 |1 SPACE WITH BUS
3 HP FIRE PUMP R R TG = SPACE WITH BUS 1] 20 |2
PRESSURE JUNC. BOX & NEW EXISTING EXISTING 4| 20 1 SPACE WITH BUS
MAINTENANCE :
PUMP PANEL. PANEL ATS #4 SWB -8 SPACE WITH BUS 1] 20 | 25
PROVIDE JUNC BOX AS REQUIRED TO INTERCEPT EXISTING ™ 22 1 SPACE WITH BUS
FEEDER FOR EXISTING EXTERIOR & CONNECT TO NEW PANEL. SPACE WITH BUS 1] 20 |27
3#1/0 8148 GRD IN 1-1/2'C 28 | 20 | 1 SPACE WITH BUS
3#6 & 1#10 GRD IN 1"C OR INTERCEPT EXISTING EXTERIOR LTG SPACE WITH BUS 1,2 | 29
CONDUCTORS FROM LOAD TERMINALS OF ATS#4 & EXTEND & 30 | 20 |1 SPACE WITH BUS
CONNECT TO NEW BREAKER. SPACE WITH BUS 1] 20 | 31
32 | 20 | 1 SPACE WITH BUS
SPACE WITH BUS 1] 20 | 33
34| 20 | 1 SPACE WITH BUS
SPACE WITH BUS 1] 20 | 35
36 | 20 | 1 SPACE WITH BUS
SPACE WITH BUS 1] 20 |37
38 | 20 | 1 SPACE WITH BUS
SPACE WITH BUS 1] 20 | 39
40 20 | 1 SPACE WITH BUS
SPACE WITH BUS 1] 20 | #1
2 20 |1 SPACE WITH BUS
0 PHASE A RECEPTVA @ per NEC |- TCLVA 0
0 PHASE B LIGHTS-VA @ 100% - DEMAND VA 0
ONE-LINE DIAGRAM - DEMOLITION 0 PHASE C MOTOR-VA @ 95% - HI-PH CONN. A 0
1 0 TCL KITCHENVA@ | 80% - DEMAND A 0
NO SCALE
DISCONNECT SWITCH AND STARTER SCHEDULE
MARK LOAD DISC | STAR- = VOLTS |PHASE HP VA AMPS sW FUSE | NEMA | STR NEMA CONTROL CONDUIT & WIRE
sw TER SIZE | TYPE ENCL.
FP-1 FIRE PUMP DIV22 | DIV22 480 3 75.0 79,718 96.0 NOTE 1 SEE ONE LINE DIAGRAM
PMP-1 PRESSURE MAINTENCE DIV26 | DIV26 480 3 75 9,134 1.0 30.0 20.0 10 ACL H-O-A 3#12,1#12 GND, 3/4°C.
16150
*ELECTRICAL CONTRACTOR IS RESPONSIBLE TO COORDINATE WITH CONTRACTOR SUPPLYING EQUIPMENT PRIOR TO ALL TRADES ORDERING EQUIPMENT
TO ENSURE THE PROPER SELECTION AND COST IMPLICATIONS OF EQUIPMENT SELECTION. COSTS INCURRED DUE TO CHANGES SHALL BE DEFERRED
TO THE TRADE SUPPLYING THE EQUIPMENT.
HOA = HAND-OFF-AUTO SECLECTOR
ACL = ACROSS THE LINE TYPE
NIOTE 1 - AUTOMATIC TRANSFER SWTICH, STARTER AND DISCONNECT SWITCH FURNISHED BY DIV 22 CONTRACTOR, INSTALLED BY DIV 26 CONTRACTOR
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Dept. of Veterans Affairs ASHLAND, Wi ELECTRICAL DEMO Replacement Building Number Facilit
. 211 6TH STREET WEST i
Medical Center O . . WORK AND SCHEDULES 1 acllities
enneman Engineering Inc. o e Management
; CHEQUAMEGON BAY FAX:  (715) 682-6025 d: : - - - b g
2500 OverIOOk Terrace Madison: Approved: Project Director Location Drawing Number
1232 Fourier Drive, Suite 101~ T 608.833.7000 ENGINEERING, INC. MILWATIEE, Madison, Wisconsin

Madison, Wisconsin 53717-1960 F 608.833.6996
Email: info@henneman.com .
Website: http://www.henneman.com JOB NO. 12-7455

© 2005 Henneman Engineering Inc. / IL reg. #184-000245 (001-013372) (062-036272)

SUITE 208
MILWAUKEE, WI, 53226 Date

PHONE: (414) 258-6004 APRIL 16, 2012

FAX:  (414) 258-6154

Madison, WI, 53750

Checked By: ||Drawn By:

E105

Department of
Veterans Affairs

A\

HEI HEI

Revisions: Date

VA FORM 08-6231, OCT 1978



